Proposed Steps to Integrate NEPOOL Proposed Plan Application Review and Approval Process (I.3.9) with the LGIP Timeline and Process for Generator Interconnections.

The goal of the proposed process is to involve all Affected Parties in the study process so that review by the NEPOOL Reliability Committee can be done simultaneously with the Technical Task Forces and immediately after the final draft SIS report is issued. 

	#
	STEP
	COMMENTS

	1
	ISO-NE sends a copy of an Interconnection Request to Affected Transmission Owners within 3 days of receipt of the Interconnection Request or within 3 days of ISO-NE receiving notice from a Transmission Owner of an Interconnection Request not under FERC jurisdiction
	

	2
	Send a notice to the NEPOOL Reliability Committee mailing list when an Interconnection Request is deemed valid and added to the ISO-NE queue requesting Participants who believe that they are an Affected Party to inform ISO-NE of their belief.
	This will allow ISO-NE to include such Participants t in the study process before the RC receives a draft SIS report.

	3
	Send a notice to the NEPOOL Reliability Committee mailing list when an Interconnection Feasibility or System Impact Study Agreement is signed requesting Participants who believe that they are an Affected Party to inform ISO-NE of their belief.
	This will allow ISO-NE to include such Participants in the study process before the RC recieves a draft report.

	4
	ISO-NE includes Affected Parties into the study process as appropriate and with regard to the ISO-NE Information Policy.


	Transmission and Stability working groups would not be required to review the study scope

	5
	Affected Parties, ISO-NE Working Groups and Interconnection Customer provided10 business days to review and comment on draft SIS report before it is sent out to the Interconnection Customer and the RC and Technical Task Forces as a final draft report.
	This final review and any interim reviews should ensure that the study report is complete.

A Feasibility Study would be reviewed by Affected Parties but not by the NEPOOL Reliability Committee.

	6
	The final draft SIS report including all necessary Proposed Plan Applications [for both the generator and any required network upgrades?] is sent to the Interconnection Customer, the NEPOOL Transmission Task Force, the NEPOOL Stability Task Force and the NEPOOL Reliability Committee.
	


	7
	A study results meeting is held with the Interconnection Customer and the Affected Parties.
	This meeting is held within 10 business days of issuance of the final draft SIS report.

	8
	The NEPOOL Transmission Task Force, the NEPOOL Stability Task Force and the NEPOOL Reliability Committee provide their recommendations on the SIS report. 
	Recommendations will be due within 20 businessdays of issuance of the report. Special meetings may have to be held.

	9
	The Interconnection Customer comments on the SIS report.
	Comments are due no later than 30 calendar days from the issuance of the report. [Concern if Customer waives comments at Results Meeting]

	10
	ISO-NE acts on Proposed Plan Applications
	Action required within 5 days of receiving NEPOOL recommendations and Interconnection Customer comments


