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April 26, 2006

April 26, 2006

NEPOOL Reliability Committee Members:

Re:
Proposed Plan Application for the Addition of a 115/13.8-kV Transformer and

115-kV Circuit Breaker at the Sasco Creek 21R Substation

The Northeast Utilities System (“NU”) has proposed the construction of an 18 MVA 115/13.8-kV transformer and circuit breaker at the Sasco Creek 21R Substation (the “Project”). The expected in-service date of the Project is June 1, 2006.

The Transmission Task Force (the “TTF”) reviewed the thermal and voltage analyses of the Project and agreed that the analyses conducted for the Project sufficiently support the necessary Proposed Plan Application pursuant to Section I.3.9 of the ISO New England Inc. Transmission, Markets and Services Tariff for construction and interconnection of the Project.

The Project shall consist of the following additions and modifications:

1. Construction of an 18 MVA 115/13.8-kV transformer and circuit breaker at the Sasco Creek 21R Substation.
2. Transferring 17 MVA of load (based on the summer 2006 peak forecast) to Sasco Creek 21R Substation as follows:
a. Seven (7) MVA will be transferred from Weston Substation;
b. Four (4) MVA will be transferred from Norwalk Substation; and
c. Six (6) MVA will be transferred from Compo Substation.
The TTF agrees that the construction of the Project will not have a significant adverse effect upon the stability, reliability or operating characteristics of the New England Transmission system or the system of a Market Participant and recommends that the Reliability Committee recommends ISO New England Inc. approve the Transmission Facilities Proposed Plan Application for the Project.








Sincerely,









/s/ Kevin Mankouski









Kevin Mankouski, Chair
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Kiet A. Nguyen
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