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April 26, 2006

April 26, 2006

NEPOOL Reliability Committee Members:

Re:
Proposed Plan Application for the Downeast Reliability Project
The Bangor Hydro Electric Company has proposed the construction of Downeast Reliability Project (the “Project”) consisting of the addition of 35 miles of 115-kV transmission lines that will serve the newly constructed 115/34.5-kV Tunk Substation. These transmission lines will loop between a tap of the proposed 115-kV Line 61, located approximately six miles from the Boggy Brook Substation, and the Harrington Substation. The expected in-service date of the Project is December 2009.

The Transmission Task Force (the “TTF”) reviewed the thermal, voltage, and short-circuit analyses of the Project and agreed that these analyses sufficiently supports the necessary Proposed Plan Application pursuant to Section I.3.9 of the ISO New England Inc. Transmission, Markets and Services Tariff for construction and interconnection of the Project.

The Project shall consist of:

1. Construction of 35 miles of 115-kV transmission line consisting of 795 kcmil ASCR conductor from a tap of the proposed 115-kV Line 61 located approximately six miles from the Boggy Brook Substation, referred to as the Hancock Tap, to the existing Harrington Substation.
2. Construction of the 115/34.5 Tunk Substation located in Sullivan, Maine that shall consist of two (2) 115-kV circuit breakers and two (2) seven (7) MVA 115/34.5-kV transformers. The new transmission line shall be sectionalized with the two (2) circuit breakers at Tunk Substation. The line section between the Hancock Tap and Tunk Substation will be referred to as Line 58 and the line section from Tunk Substation to Harrington Substation will be referred to as Line 59.
3. The addition of three (3) 115-kV circuit breakers at the Epping Substation to result in a ring bus arrangement that will be readily adaptable to a breaker-and-a-half configuration in the future.

The TTF agrees that the construction and interconnection of the Project will not have a significant adverse effect upon the stability, reliability or operating characteristics of the New England Transmission system or the system of a Market Participant and recommends that the Reliability Committee recommends ISO New England Inc. approve the Transmission Facilities Proposed Plan Application for the Project.








Sincerely,









/s/ Kevin Mankouski









Kevin Mankouski, Chair









Transmission Task Force

cc:
Jeffrey Fenn, SGC Engineering
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