ISO Operating Procedure Change Summary

Global Changes throughout Operating Procedures

· OP-5 and OP-14 procedure titles revised to reflect Dispatchable Asset Related Demands
OP – 1

· Central dispatch responsibilities revised to reflect addition of Dispatchable Asset Related Demands. As applicable the term ‘Resources’ is used to refer to dispatchable assets

OP – 3

· Included Dispatchable Asset Related Demands in Congestion analysis process

· Included Dispatchable Asset Related Demands in the outage coordination process involving transmission and generation. Dispatchable Asset Related Demands are handled, evaluated and communicated as a generator in the outage coordination process. 

OP – 4

· Corrected procedure title for OP 8

· Included Dispatchable Asset Related Demands in the notification of Capacity shortages

· Deleted the references to making EEA level notifications, these notifications are an ISO function and are now appropriately handled within SOP-RTMKTS.0120.0020, Implement Capacity Remedial Action

· For clarity, substituted the term ‘unit’ with the term ‘generator’

OP – 5

· Added that Dispatchable Asset Related Demands must also submit to the ISO any outages that affect their ability to interrupt

· Added Dispatchable Asset Related Demands to the Planned, Maintenance and Forced Outage processes 

· Dispatchable Asset Related Demands were added in reference to the I.3.9 process 

· Dispatchable Asset Related Demands were added to Economic Outages

· Dispatchable Asset Related Demands were added to the AMS

· Included the relation of Dispatchable Asset Related Demands in the ‘Congestion’ definition

· Included Dispatchable Asset Related Demands in the outage coordination process (includes the evaluation and approval processes by both LCC and ISO). Dispatchable Asset Related Demands are treated as generators in outage submittal, prioritization, approval, communication and cancellation processes

OP – 8

· Revised definitions and terms throughout document to conform to terms used in ISO New England Manual for Definitions and Abbreviations Manual M-35 (changes mainly resulting from ASM Phase 2 reserve definition changes) and NPCC

A-7, NPCC Glossary of Terms

· Revised recovery times for reserve requirements to coincide with NPCC A-6, Operating Reserve Criteria

· Added Locational Reserve Requirements information to provide 2nd contingency protection for each import constrained Reserve Zone

· Testing of Response Rates section was modified for ASM Phase 2 processes.  

OP – 13

· Affected only by OP-8 and OP-14 procedure titles revisions

OP – 14

· Corrected procedure title for M/LCC 8

· Corrected reference for NERC ‘Policy’ to  ‘Standards’

· Added Appendix E, Technical Requirements for Dispatchable Asset Related Demands, which is similar to the NX-12 requirements for generators

· Section I, added that OP 14 also pertains to the technical requirements for Dispatchable Asset Related Demands

· Old Section II.A.6 was deleted, because it was incorrect, fractional MW are presented

· New Section II.A.6 adds

· Specific requirements for Combined Cycle (CC) Units, which opt to statically split the CC units into several Aggregated Generators (AGs)

· NX-9 data requirements per OP 16  

· Deleted reference to outdated CRS document and replaced with requirements from the ISO Planning department

· Changed the advance notice requirement to define a new Generator, from a minimum of 30 days to 120 days to reflect current processes

· Section II.H.3, deleted the reference to NPCC Guideline B-7, material contained in B-7 was updated and is no longer applicable

· Deleted Dispatchable Loads section and replaced with Dispatchable Asset Related Demand and Asset Related Demand technical requirement sections

· Section VI.F, Figure 1 was deleted. The information contained is not relevant to the Demand Response Program currently in place. 

· Section IX was revised to reflect Dispatchable Asset Related Demand or Demand Response auditing and testing

· Section X was revised to

· Reflect each type of NX form 

· Corrected the ISO group title receiving the forms

OP – 17

· Affected only by OP-5 and OP-14 procedure titles revisions

OP – 18

· Section IV.E revised to reflect revised Load Asset terminology

· Section V.A deleted reference to Special Case Nodal Pricing telemetering

· Added telemetering requirement for the output of each physical combined cycle component if the combined cycle owners opt to statically split the combined cycle units into several aggregated generators (AGs)

