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SECTION 1.  APPLICATION 

1.1 Applicability 

1.1.1 The SGIP and SGIA shall apply to Interconnection Requests, as defined in 

Attachment 1, pertaining to Small Generating Facilities, except that the SGIP and 

SGIA shall not apply to: (i) a retail customer interconnecting a new Generating 

Facility that will produce electric energy to be consumed only on the retail 

customer’s site; (ii) a request to interconnect a new Generating Facility to a 

distribution facility that is subject to the Tariff if the Generating Facility will not 

be used to make wholesale sales of electricity in interstate commerce; or (iii) a 

request to interconnect a Qualifying Facility (as defined by the Public Utility 

Regulatory Policies Act, as amended by the Energy Policy Act of 2005 and the 

regulations thereto), where the Qualifying Facility’s owner intent is to sell 100% 

of the Qualifying Facility’s output to its interconnected electric utility.  In the 

event the SGIP and SGIA do not apply, the Interconnection Customer shall follow 

the applicable state tariff, rules or procedures regarding generator 

interconnections.
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A request to interconnect a certified Small Generating Facility (See Attachments 

3 and 4 for description of certification criteria) no larger than 2 MW shall be 

evaluated under the section 2 Fast Track Process.  A request to interconnect a 

certified inverter-based Small Generating Facility no larger than 10 kW shall be 

evaluated under the Attachment 5 10 kW Inverter Process.  A request to 

interconnect a Small Generating Facility larger than 2 MW but no larger than 20 

MW or a Small Generating Facility that does not pass the Fast Track Process or 

the 10 kW Inverter Process, shall be evaluated under the section 3 Study Process. 

 

1.1.2 Capitalized terms used herein shall have the meanings specified in the Glossary of 

Terms in Attachment 1 or the body of these procedures.  Capitalized terms in 

Schedule 23 that are not defined in Attachment 1 or the body of these procedures 

shall have the meanings specified in Section I.2.2 and II.1 of the Tariff. 

 

1.1.3 Neither these procedures nor the requirements included hereunder apply to Small 

Generating Facilities interconnected or approved for interconnection prior to 60 Business 

Days after the effective date of these procedures.
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1.1.4 Prior to submitting its Interconnection Request (Attachment 2), the 

Interconnection Customer may ask the System Operator’s interconnection contact 

employee or office whether the proposed interconnection is subject to these 

procedures.  The System Operator shall respond within 15 Business Days. 

 

1.1.5 Infrastructure security of electric system equipment and operations and control 

hardware and software is essential to ensure day-to-day reliability and operational 

security.  The Commission expects all ISOs/RTOs, Interconnecting Transmission 

Owners, market participants, and Interconnection Customers interconnected with 

electric systems to comply with the recommendations offered by the President's 

Critical Infrastructure Protection Board and best practice recommendations from 

the electric reliability authority.  All public utilities are expected to meet basic 

standards for electric system infrastructure and operational security, including 

physical, operational, and cyber-security practices. 

 

1.1.6 References in these procedures to interconnection agreement are to the Small 

Generator Interconnection Agreement (SGIA).
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1.2 Pre-Application 

The System Operator shall designate an employee or office from which information on 

the application process and on an Affected System can be obtained through informal 

requests from the Interconnection Customer presenting a proposed project for a specific 

site.  The names, telephone numbers, and e-mail addresses of the System Operator’s 

contact employees or offices shall be made available on the System Operator’s Internet 

web site.  Electric system information provided to the Interconnection Customer should 

include relevant system studies, interconnection 
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studies, and other materials useful to an understanding of an interconnection at a 

particular point on the Administered Transmission System, to the extent such provision 

does not violate confidentiality provisions of prior agreements or critical infrastructure 

requirements.  The System Operator shall comply with reasonable requests for such 

information. 

 

1.3 Interconnection Request 

The Interconnection Customer shall submit its Interconnection Request to the System 

Operator, together with the processing fee or deposit specified in the Interconnection 

Request.  The Interconnection Request shall be date- and time-stamped upon receipt.  

The original date- and time-stamp applied to the Interconnection Request at the time of 

its original submission shall be accepted as the qualifying date- and time-stamp for the 

purposes of any timetable in these procedures.  The Interconnection Customer shall be 

notified of receipt by the System Operator within three Business Days of receiving the 

Interconnection Request.  The System Operator shall notify the Interconnection Customer 

within ten Business Days of the receipt of the Interconnection Request as to whether the 

Interconnection Request is complete or incomplete.  If the Interconnection Request is 

incomplete, the System 
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Operator shall provide along with the notice that the Interconnection Request is 

incomplete, a written list detailing all information that must be provided to complete the 

Interconnection Request.  The Interconnection Customer will have ten Business Days 

after receipt of the notice to submit the listed information or to request an extension of 

time to provide such information.  If the Interconnection Customer does not provide the 

listed information or a request for an extension of time within the deadline, the 

Interconnection Request will be deemed withdrawn.  An Interconnection Request will be 

deemed complete upon submission of the listed information to the System Operator. 

 

1.3.1 Within three Business Days of receiving the Interconnection Request, the System
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Operator shall provide a copy of the Interconnection Request to the 

Interconnecting Transmission Owner.  The System Operator, in consultation with 

the Interconnecting Transmission Owner, shall determine whether the 

Interconnection Request is complete or incomplete.  If such request is to 

interconnect to a distribution facility, the Interconnecting Transmission Owner 

shall be responsible for determining whether the distribution facility is subject to 

the Tariff.   

 

1.4 Modification of the Interconnection Request 
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1.4.1 Any modification to machine data or equipment configuration or to the 

interconnection site of the Small Generating Facility not agreed to in writing by 

the System Operator, in consultation with the Interconnecting Transmission 

Owner, and the Interconnection Customer may be deemed a withdrawal of the 

Interconnection Request and may require submission of a new Interconnection 

Request, unless proper notification of each Party by the other and a reasonable 

time to cure the problems created by the changes are undertaken. 

 

1.5 Site Control 

Documentation of site control must be submitted with the Interconnection Request.  Site 

control may be demonstrated through: 

 

1.5.1 Ownership of, a leasehold interest in, or a right to develop a site for the purpose of 

constructing the Small Generating Facility; 

 

1.5.2 An option to purchase or acquire a leasehold site for such purpose; or
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1.5.3 An exclusivity or other business relationship between the Interconnection 

Customer and the entity having the right to sell, lease, or grant the Interconnection 

Customer the right to possess or occupy a site for such purpose; or 

 

1.5.4 Filed applications for required permits to site on federal or state property. 

 

1.6 Queue Position  
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1.6.1 The System Operator shall assign a Queue Position based upon the date- and 

time-stamp of the Interconnection Request.  The Queue Position of each 

Interconnection Request will be used to determine the cost responsibility for the 

Upgrades necessary to accommodate the interconnection.  The System Operator 

shall maintain a single queue.  At the System Operator’s option, Interconnection 

Requests may be studied serially or in clusters for the purpose of the system 

impact study. 

 

1.7 Interconnection Requests Submitted Prior to the Effective Date of the SGIP 

Nothing in this SGIP affects an Interconnection Customer's Queue Position assigned 

before the effective date of this SGIP.  The Parties agree to complete work on any 

interconnection study agreement executed prior the effective date of this SGIP in 

accordance with the terms and conditions of that interconnection study agreement.  Any 

new studies or other additional work will be completed pursuant to this SGIP. 

 

1.8 Type of Interconnection Service 

1.8.1 Network Interconnection Service
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1.8.1.1 The Product.  The System Operator must conduct the necessary 

studies in conjunction with the Interconnecting Transmission 

Owner, and with other Affected Parties as appropriate and in 

accordance with applicable codes of conduct and confidentiality 

requirements, and the Interconnecting Transmission Owner and 

other Affected Parties as appropriate must construct the Network 

Upgrades needed to interconnect the Small Generating Facility in a 

manner comparable to that in which Network Resources are 

interconnected under the MIS.  Network Interconnection Service 

allows the Interconnection Customer‘s Small Generating Facility 

to be designated as a Network Resource, and to participate in the 

New England Markets, in accordance with Market Rule 1, up to 

the Small Generating Facility’s full output, on the same basis as 

existing Network Resources, and to be studied as a Network 

Resource on the assumption that such a designation will occur. 

1.8.1.2 The Study.  The interconnection study for Network 

Interconnection Service shall assure that the Interconnection 

Customer’s Small Generating Facility satisfies the minimum 

characteristics required to interconnect in a manner that avoids any 

significant adverse effect on the reliability, stability, and 
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operability of the New England Transmission System, including 

protecting against the degradation of transfer capability for 

interfaces affected by the unit.  The Interconnection Request may 

also be studied with the Transmission System under non-peak load 

conditions.  However, upon request by the Interconnection 

Customer, the System Operator and as appropriate the 

Interconnecting Transmission Owner must explain in writing to the 

Interconnection Customer why the study of non-peak load 

conditions is required for reliability purposes. 

1.9 Withdrawal 

1.9.1 The Interconnection Customer may withdraw its Interconnection Request at any 

time by written notice of such withdrawal to System Operator, which System 

Operator will transmit to the Interconnecting Transmission Owner and any 

Affected Parties.  In addition, if the Interconnection Customer fails to adhere to 

all requirements of this SGIP, except as provided in Section 4.2 (Disputes), the 

System Operator shall deem the Interconnection Request to be withdrawn and 

shall provide written notice to the Interconnection Customer of the deemed 

withdrawal and an explanation of the reasons for such deemed withdrawal.  Upon 

receipt of such written notice, if the Interconnection Customer wishes to dispute 

the 
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withdrawal notice, the Interconnection Customer shall have fifteen (15) Business 

Days in which to either respond with information or actions that cure the 

deficiency or to notify the System Operator of its intent to pursue dispute 

resolution, and the System Operator shall notify the Interconnecting Transmission 

Owner and any Affected Parties of the same. 

1.9.2 Withdrawal shall result in the loss of the Interconnection Customer’s Queue 

Position.  If an Interconnection Customer disputes the withdrawal and loss of its 

Queue Position, then during dispute resolution, the System Operator may 

eliminate the Interconnection Customer’s Interconnection Request from the queue 

until such time that the outcome of dispute resolution would restore its Queue 

Position.  An Interconnection Customer that withdraws or is deemed to have 

withdrawn its Interconnection Request shall pay to System Operator, 

Interconnecting Transmission Owner, and any Affected Parties all costs prudently 

incurred with respect to that Interconnection Request prior to the System 

Operator’s receipt of notice described above.  The Interconnection Customer must 

pay all monies due before it is allowed to obtain any interconnection study data or 

results.
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1.9.3 The System Operator shall update the OASIS Queue Position posting. The 

System Operator and Interconnecting Transmission Owner shall: (i) arrange to 

refund to the Interconnection Customer any portion of the Interconnection 

Customer’s deposit or study payments that exceeds the costs incurred; or (ii) 

arrange to charge to the Interconnection Customer any amount of such costs 

incurred that exceed the Interconnection Customer’s deposit or study payments.  

In the event of such withdrawal, the System Operator, subject to the 

confidentiality provisions of Section 4.5 and the ISO New England Information 

Policy, as well as any other applicable requirement under Applicable Laws and 

Regulations regulating the disclosure or confidentiality of such information, shall 

provide, at Interconnection Customer’s request, all information developed for any 

completed study conducted up to the date of withdrawal of the Interconnection 

Request. 

SECTION 2.  FAST TRACK PROCESS 

2.1 Applicability 

The Fast Track Process is available to an Interconnection Customer proposing to 

interconnect its Small Generating Facility with the Administered Transmission System if 

the Small Generating Facility is no larger than 2 MW and if the Interconnection 
































































































































































































































































































































